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NOTES:
1. ¥ Check the Acceptobility Tables for tility requirements.

The AC Disconnect Switch may be fused or unfused.

The AC BDisconnect Switch shall be located within 10" of the main service panel and

within fine of sight.

4. A minimum 10" clecrance is required from the edge of ony enclosure.
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